three inches = one foot

one and one—half inches = one foot

one inch = one foot

three—quarters inch = one foot

one—half inch = one foot

three—eighths inch = one foot

one—fourth inch = one foot
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one—eighth inch = one foot

2 9 5 5 FLOOR PLAN LEGEND
‘ ‘ WALL FINISH TO BE DEMOLISHED,
EEEEEE. REMOVE GYPSUM BOARD, WAINSCOT,
HANDRAIL, WALL BUMPER AND
RUBBER BASE, REPLACE WITH NEW
| Il Il Il | GYPSUM BOARD, WALL PROTECTION
AND RUBER BASE PER FLOOR PLAN
— | ~ MATCHLINE
— ——  WALL TO BE DEMOLISHED
- NOT IN SCOPE OF WORK
|
| H H H (E) VCT FLOORING TO BE DEMOLISHED
D 060
/ 1O
| - [
(\ \ AL Y (E) CARPET FLOORING TO REMAIN,
ot PROTECT IN PLACE
T Jooore
—I—
SR REFURBISHING AND REINSTALLATION OF
mEmd WALL AND CEILING ITEMS AND DEVICES
RS NOTE:
,Cttt“‘“ B S R A B ALL EXISTING WALL MOUNTED ITEMS AND DEVICES ARE TO BE
FEEF D T 1130 REMOVED PRIOR TO DEMOLITION WORK, INVENTORIED WITH
— FEET g THEIR LOCATION RECORDED AND REPORT SUBMITTED TO COR
,'Z,'Z}Z]t PRIOR TO COMMENCEMENT OF WORK, FULLY REFURBISHED, AND
FEFFTTT R A REE R REINSTALLED IN THE NEW WALL AND CEILING ASSEMBLIES.
EEEEE LOCATION TO BE VERIFIED BY RESIDENT ENGINEER. ALSO SEE
::::::::—:—:: INTERIOR ELEVATIONS.
44— CONTRACTOR TO REPLACE & ACURATELY LOCATE ALL EXISTING
EEE R SIGNAGE AND LABELS NOTING RATED WALL ASSEMBLIES AND
A SMOKE PARTITIONS
i ITEMS INCLUDE, BUT NOT LIMITED TO:
MAGNETIC HOLD-OPENS, DOOR STOPS, HAND SANITIZER
DISPENSERS, MIRRORS, FIRE STROBES, SWITCHES, ELEVATOR
- DIRECTION SIGNAL, FIREHOSE CABINET, FIRE EXTINGUISHER
CABINET, ELECTRIC COVER PLATES, FIRE ALARM PULL BOX,
WATER COOLER, MONITORS, CCTV CAMERAS, ELECTRIC OUTLETS,
SIGNAGE, BULLETIN BOARDS, DISPLAY CASE, CARD READER,
N CLOCK, DATA
——— OUTLET, WALL MOUNTED ELECTRIC DOOR, PUSH BUTTON, FIRE
SRR CONTROL BOX, MEDICAL GAS PANEL, PHONE, PORTABLE X-RAY
HOOK UP, ROOM SIGNAGE, SPEAKERS, SMOKE DETECTORS, WIFI,
NURSE CALL
FLOOR DEMOLITION KEYNOTES: 1-10
@ REMOVE EXISTING VCT, PREP FLOOR TO RECEIVE
NEW FLOORING
REMOVE EXISTING WAINSCOT, HANDRAILS, RUBBER BASE
@ AND GYPSUM BOARD FROM CORRIDOR WALLS, LEAVING
STUDS AND INSULATION IN PLACE. ENSURE STUDS STAY
PLUM, AND IN-LINE TO RECEIVE NEW FINISH PER PLANS.
“““ @ REMOVE (E) DEMOUNTABLE WALL TO BE REPLACED
WITH NEW STUD WALL, PER FLOOR PLANS.
@ REMOVE (E) DOOR, SALVAGE TO REUSE IN (N) WALL
AT THE SAME LOCATION
@ REMOVE AND REINSTALL (E) COUNTER, LOW HEIGHT
PARTITION AND MODULAR NURSE STATIONS
@ REMOVE EXPANSION JOINT, CLEAN AND PREP
SURFACE TO RECEIVE NEW FLOORING
@ REMOVE EXISTING GRANITE TILE, PREP FLOOR TO
RECEIVE NEW FLOORING . PROVIDE ALTERNATE BID
TO REMOVE GRANITE TILE FROM C042 ONLY.
REMOVE, REFURBISH AND REINSTALL EXISTING DRINKING
FOUNTAIN
IR @ DO NOT DEMO WALL GYPSUM BRD ON THIS SECTION OF WALL
T S IN SMOKE/FIRE WALLS ONLY. SEE A8 FOR FIRE PROTECTION
JJ:JJ: ) WU PLAN
_____ LT A (Rl REMOVE (E) CARPET FINISH, PREP FLOOR TO
_____ A 1111
T S Hit RECEIVE NEW FINISH
P H
T 170 TTIT
T T30 TTTT
LA .
jjjjl_tttttti-l--l--l--l—l—l—l I—— 4 T
 BEEEENNNESSSEmEEardas : T
EEEEEEEEE NN R glﬁiSiHF(.?E’T NA02T F|(13R Egﬁl'sl'll'\’NAGCTPLAN
44
Ll
H \-
<;v/4::::“ - \\\\;>
TT
TT
™t
1
+1
++
+4
4
—— L
D 061 I —LLLLLL
—FEEEt Tt
—— et
J
I_| L L j
11 AR p
T
A e T
SRRy I~CCCITT]
Ry~ “CCrrrTd
2 T
O ——
- ——
e —— 444
A — 4
d1 L RN
/115~ AN g
a7 ai oS E
T WAREHOUSE
17171 :Il'_l_l_'l _l_l__| tjrjf
H I |
SEE SHEET A3 A AT SEE SHEET A3
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